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Connect EWSI with Standalone Bluetooth

Set up parameters
at the EWSI Controllers

APPLICATION NOTE

1. BLUETOOTH READER SETTING

« Run XPR Smart Admin. At the “My Devices” tab click on the reader which needs to be connected to EWSI.
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- Click on "Device” Tab and then select “Set Device Configuration”.
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Set Wiegand type “34 bits” and Keypad Wiegand “burst 8 bit”. Then click on "Save” Tab.
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Each card and key press will be sent to EWSI controller over Wiegand lines. If fingerprint or mobile access is needed, then
in the reader appropriate user must have defined card number.
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2. CONNECTION WITH WS4 EWSI
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At PROS CS select Reader/Properties/select “Wiegand” and the type of the reader.
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